To:

Froin:

Aptil 9,2012
NOTICE
All Takers of Contract Documents, for the Subject Projeet
FST ENGINEERS, I,

Subject; Suffolk County Department.of Public Works

Sanitation Division

SD:No. 3 Bergen Point Wastewater Treatment Plant
Screening Room Odor Control

Capital Broject No. 8170 - REBID

We areenclosing Addendum No. 2 to all'who have taken out Coniract Documents for the above
mentioned Contract: Addendym No, 2 includes:

General infofriation, clarifications; answers to pertinent and properly subniitted

-questions.
Modifications to the PROJECT MANUAL.

Modifications'to the Drawings.

Major changes inelude:

a Relocation of the eye wash/shower hot water heater to-the rooth under the MCC

- room (LOWER PUMP ROOM).
b: Maodification:of exhaust fans/stacks EF-28 and EF-20, Stacks/supports are bemg‘.
deleted.
c.. Relocation of the Screening areaheating system-pumps to the:room under the
MECC room (LOWER PUMP ROOM). and modification of the systern t
incorporate a closed laop glycol heating system.

Locks-and Keysets. All locks provided on this project shall have keysets that have been
covrdinated with the County key codes,

Muiltiple Bids. If'a Contractor wishes to'bid on more than one Contract, the bid package
may b réproduced. Separate bids for ea¢h contract shiall be submitted.

ly to each of the three contracts at theidiscretion.of

the O j me-centractor is-delaved dueto the workeof another
_pnme contractor, the: County may assess LDs to the Contractor at fault. If the same Prime
Eontractor is coridticing the work off 2 oF fiore contracts, however, assessment of LDs
will apply 10 each of those contracts.
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TABLE OF CONTENTS

In'DIVISION I, following 01040 — Coptdination, ingert;

“01140 - Site:Safety and Work Conditions 1-g7
Also - following 01300 ~Constriction Schedule, ingert;

*01325 —Construgtion Photographs - =2
Section 61010 -~ SUMMARY OF WORK |

Ou page-00100-10, paragraph 1,09, A. 1. Change “3:00” to:“3:30".

Section 01140 — SITE SAFETY AND WORK CONDITIONS

Add this NEW section (Attachment A) following section 01049,

Section 01325~ CONSTRUCTION PHOTOGRAPHS

Add this NEW section (Attachment B) following section 01325.

Section 01590 ~ TEMPORARY FIELD FACILITIES

Page 015902, paragraph 2.01, A. Add the following subparagraph;

and dllsposable cups

Section 02200 — EARTHWORK

“I.

Oni-page 002008, paragraph 3:01, G., 1 . Add the following subparagraphs:

“q, For buoyancy caiculatiens, th contractor shall assurge fheworst condifions of
ground -saturation toerade élevation.
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b. The contracmr shall.assume that the groundwater ’-efavat_lan be]ow the contamment

‘ "i 1, 'such that proper compactmn and. tesung therct;f can be
;accomphshed »

Section 02600~ EXTERIOR.PIPING

:s,hall b.e mz,mmum thlck.ﬂ% s‘:lass 53.'.
Page02600-9. At the'bottoin of the page, ifisert the following paragrapht
“2.10 POLYETHYLENE WRAP FOR CORROSION PROTECTION

A.  Theductileiron outer-containment drainpipe and fitfings shall be wrapped in
polyethylené for. corrosion. profection.

infortn to ANSVAWWA.
denisity, cross-laminated

gt

1. Polyethyleneslesve encasement shall
C165/A21.5 blue tubular 8 1mil thid
polyethylene film.

2. Polyethylerie encasement $hall be installed in accordance with AWWA C-
105 Method A

Section (3300~ CONCRETE
On page 033004, paragraph 2.05, A. Add the following subparagraph:

“,  Thecost ofall testing shall be reimbursed to the Contractor from the allowance included
it his bid, See:Bid Form.

Séction 05500 — MISCELLANEOUS METALS

On page 00500-7; following paragraph 2.01, K., insert thefollowing. paragraph:

1. Covershall be.1/8™ alutinuin diamotid-pattetsi tread plate reinforced for.a
minirum of 100 psf live toad.

2.  Frame shalI be 3416 x 37 x 3" aluminum: angle frame wzth internal mounting
flange and' 7/16” anchor holes.
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3. Gaskets fot both the mounting flarige and thé cover shall be EPDM. Cover. sasket.
shall be pennanent]y adhered.

4 Hinges shall be leavy duty pintle hinges with 3/87316 $S-hinge pins.
5. Lateh shall consist-of atype 316 slam lock-with ﬁxed interior-handle and

removable extetior tirn/lift handle. Full welded exterior padlock hasp shall be
prowvided with lock, Lockset key shall be coordinated with the-Gounty Keycodes.

6, Aluminum parts shall have:mill finish. All fasteners and hardware shall be 316
8s,

Section 11345~ CHEMICAL STORAGE TANKS
On page 11345-3, add the following paragraph;
“1.07 TANK REGISTRY AND APPROVALS
A:.  Thecontractor:shall be. responsible for compliance with all Jocal, State and
Federal requirem the-chemical storage tanks, including registry-and

comphliance-with the Suffolk County Health Department permitincluded in.the.
Appeidix 6 the Project Manu:

On Page 113459, paragraph 2.04; I, add the following subparagraph:

3, Harniess shall be Miller-Dura Flex Harmess, model #£650-58/UGN, universal size, or
approved equal. Five (5) hatnesses shall be provided.™

Section 11552~ MULTIPLE- STAGE CHEMICAL PACKED-BED SCRUBBER

On page 1155222, afte patagrapl 3.03, B., 1. Add the followitig:

“2,  The Contractor shall arrangesand pay for the initial filling of both chemical storage: tariks;
Following startup, performance festing and: successful trial operation, the chemic
shall bere<filled, orwith Owner perriission, the valie of chemicals consumed by
Contragtor; up through Ownier acoéptance, shall b credited to the Contract.”

Section 15060 - PROCESS PIPING, VALVES AND GATES

On page 150604, parigiaph 2.02, E. Inthe third lise after “bolt”, nsert “stainless™.

On page 150608, paragraph 2,11, Delete-“hot dipped ... .pipe.” and replace with “316 stainless
steel. Waterstops; 1f needed, shall be welded on both sides.”

On page 15060:9, paragraph 2.14: In the fourth line-after “rustproof” insert “stainless™
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Section 15250 - MECHANICAL INSULATION

age 15250-2, paragtaph 3.02, A. Inrthe second ling, delete“carrosion resistait™ and replace.
with *minimum 316 stainless sfeel”,

Sectwn 15412:« PLUMBING

On page 1 5412-4, paragraph 2:02, A, Delete “hot dipped: galvanized” aiid replace with 316
stainless steel”.

On page 15412-8, pa-xfagrqﬁh,js_?;oli G., 2. Delete “wrought iron‘or nialleable iron” and replace
with “376 stdinless steel™. :

Section 15500 - ODOR CONTROL PIPING; VALVES AND APPURTENANCES

On page 15500-5, paragraph;, 2,02, A. Delete “hot. dlpped galvanized'...pipe” and replace with
“316 stainless steel”.

O page 155005, paragraph 2.03, A, Tn the 6% linc, add “316 before “stainless steel”.

Sectmn 1:6013 ELECTRICAL
~4 paragraph G, 8% line, replace “galvanized sheet steelior PVC™ with™316

W

stainless steel™
On page 16013-13, paragraph 2, Q., a. In the second line, replace “90” with “60”.

- Ot page 16013+18, patagraph L. After the first paragraph, insert “Meggéi® before “Wire and
CableTesting”.

General. Wherever the ladders and/or ladder details for the chemical storage tanks are shown,
they shall'be modified in concept.and view to include 2 safety cage feature as spec1ﬁed in
Section.06500..

DRAWING A2

1. Onthe ADMINISTRATION-MAINTENANCE BUILDING PARTIAL-ROOF PLAN;
delete details and reférences to-the 44" FRP stacks (2), supperts and guy wires

DRAWING C-2

L. For the 4" PYC DRAIN; add the following note: “Provide ¢ minimum pitch/slope of 2%
dnd 5 minimum cover.”

T, see ATTACHMENT C (2

2 Withreference to the ROUTING OF THE SCADA W1
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‘pages). The control conduit/SCADA wiring is:to be: terminated at-cabinet panel BC-1,
Also the actial ‘peretration of the 3" power: and 1" contiol conduits:shall be détermined.

in the field.

- L OPENING INFIL. DETAIL..AN components meluding support-angles, inserts, anchors,
fasteners arid deck shall be 316 stainléss steel.

DRAWING §-1

2. - FOUNDATION NOTES. Note#9 should refer to section 02200: Therets no section
02210. :

3. STRUCTURAL STEEL NOTES. Note #4 — anchor bolt material shall be stainless stesl.
4, CONCRETENOTES. Note #3, after “GRADE 607, insert “EPOXY COATED”

L. In SCREENING ROOM FLOOR ELEV: 12.00, the 4” pad for the hot-water tank is

K

;nor the 'leadmg capamty is conﬁrmed'?t'o be“a‘s nid icated -
DRAWING $-4
L. Add thefollowing note at-the'botiom of the sheet.
SUBMIS‘SION ‘(Z}F ALL STRUCTURAL SUPPORTS SHALL BE STAMPED 7

INAL STRUCTURAL
- OF NY.”

'654‘

2. On theplan. for the SCREENING ROOM ROOF ELEV, 29,92, delete the:supports,
details arid giy Wiresassocisted with the 447 diameter FRP stacks (2). The stacks:are

being:deleted,

DRAWING M-1

L. It the PLAN, oni thiedeft side, -delets symbol and reference to “CATHODIC
PROTECTION", ’antaznment pipe is'to be wrapped.in polyethylese, as specified in
Section 02600, as amended by this addendum..

2. Also inthe PLAN, atflic CLEANOUT, #dd the following:
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“The cleanout shall be of the:same size andmaterial.as the drain;, The riser for the
cleanaiit shall terminate af grade and shall be fitted with 4 threaded cap, The riser
assenitbly shall be protected by an oversized cast ifon roadbox with. “DRAIN cast-into:
the-cover,”

erence to the BILCO hatch model J-5AL shall,

3. Inthe ELEVATION, at the lower right :
¢cations Section 05500, -as modified by this

be deleted. Contractor shall réfer to sp
addenduim,

4, Also. Reference elevations of footings:shall be deleted. Elevations on S drawings shall
apply:

As stated in Addendum No. 1, thebld’ opening dute is Thursday April 19, 2012 at 11:00 am,
UNCHANGED by this Addendum No. 2.

Very truly yours,

FST ENGINEERS Jue.

Attachments
A Sgction 01140 - SITE SAFETY AND ‘WORK CONDITIONS
B Sedtion 13 STRUC ’ '
G Location for SCADA control conduitfswmng‘termlnatlon
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ADDENDUM No. 2 - ATTACHMENT A

SECTION 01140 ~-SITE SATETY AND WORK CONDITIONS

PART1 ~GENERAL
1:01 DESCRIPTION

A :"I‘hls section igmtended to supplement, clanfy andfor amend other information in
this Project:Mannal in regard to-the: pm\aslans and requirements for: p‘rotecung the
safety and: health of the general pubhc staff, visitors and workforce while the
W this project is being condneted: e Bergen Point WWTP, Wherever

'if’ch ¢ i$ 4 contradiction between the reqitiremetits of this section and other sections

‘of thig project manual, posted site polieies, code'and/or local Health Departiient

Rules and Reguilations, the most. stringent requiremient shall apply.

B. Diefinitions. The following terms are utilized in ﬂ’llS and other sections and are-
defined as follows:

1. “Contractor” shall refer to each of the firms -with whoim the: County Hasani.
executed contract, The Coniractoris responsﬂjle for-any of the firms,
vendors, subcontractorswith whom he'is engaged (whether contractually
or’ not) to provide services and/or to furnish. equipment or materials. for this
‘project:

2. “Employee? shall refer to-and inctude all superintendents, supervisors;
foreman, warkers, drivers, suppliers, etc, of each Prime Contractor
,mcludlng all subcontractors on &ite for this contract with the County:

102 RELATED REFERENCES
A.  INSTRUCTIONS TOBIDDERS
€. DIVISIONT - GENERAL REQUIREMENTS - SANITATION
D.  Section(1010~ SUMMARY OF WORK
E. S‘e*c;tien.j 01040~ COORDINATION
F.  Section 01590 - TEMPORARY FIELD FACILITIES
1.03 EMERGENCY EVACUATION PLANS FOR SCSD#3 AT BERGEN POINT

A, In otder to ¢omply with the Bergen Point: Emergency Evacuation Plan; each
Prime Contragtor shall follow aiid be résporisible ot impleniéiting the following

IS-N194 01140-1



1.04
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1.

All Contractors and {t

progedures:

Contractor’s Desigries/Superintendent shail.be: requlred to:zeport:to the
County’s Designated Representative at thi start of gach day of work at the
site.

Contractor’s Designee/Superintendent shall previde the names ofall
employees (inclading all subcontractor employees) on the site each day
before the start of'work, Names shall be provided on the Daily Sign-In
sheet provided by the County’s Designated Representative. A sample
sign=in sheetis inclided at the-end of this section and: supersedes the
sample.on page C C422

Aty additional employees arriving after the start of work shall sign-in
before beginning their work. The Contactor’s Designee/Superintiendent
shall be responsible for compliance and that all daily sign-ins for each
employee are complete-and accurate.

Contactor’s Desi gnee/Supenntend&nt sHall instruetall nigmbers of their
work crew that in the eventof the emergency action alatm being activated.
theyareto-follow the direction of County: personnel and reporttothe
designated Emergency staging area as soon ag:possible.

Onee af the stagmg area the Contractor’s Designee/Supetintendetit-shall

report to the County Evacuation Coordinator to report on their employess.
Allemployees shall be agcounted for as present.or absent. The name, last
“known loeation,-and job of all absent employees shall be included in the
‘Feport to the County Evacittion Coordinator:

remployees sl revualiiat the staging area Gnitil
given further dircetions by the Evacuation Coordinator:

Under no circumstances are the Contractoi’s employees to leave the job

siteior re-enter the work:area without prior ditection by the Bvactatiof
{Coordinator.

FIRST AID FACILITIES:

Contractor’s Responsibilities: The Contractor shall be responsible for providing
al} first aid for its workers, including followson care for medical treatment ofhier
thafi emergency service.

from the site toa hospital or other medical faci
tesponsible for making the serviceicall.

Ambulance Service: For all emergencies and for emergency ambulafice transport

y the Contractor shall be

01140-2



1.05
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-program. A Healt,

Birst Aid Training: The Contractot shall have 4t least one:.employee on-site with

wutrent and certified First Aid training, and shiall furnish' first aid kits with.
emergeney-equipment providing for the'risk

volved in the Contractor's:
n atthe site; A list of trained and certified personnel shall be maintained

opes

with a.copy submitted monthly to-the Owner.
SATFETY

General"-."Ii‘he Contractor, Subcontractors employees agents: and mvitees while on

all comply with the Bergen Point ¥

regu.lanons as'well as with-all applicable local‘ Stafe éﬁd.federél“s.afety laws, rules

and regulations. No later thani the fifth working day of each month, Contractor
shall submiit a monthly safety report prowdmg statistical information on hours
WOrked ‘number of accidents:aiid injuries, and amoint of timg lost dii¢ to njuries.

1. 'The Contractor shall prowde protectlve cqulpment for all persons

contractors or Subcontractor e P _Txc and ﬂmployees,
agents;-and: representatives of the Owner And” regulatory agencies that may
be on or about the workareas,

2, “The Contractor shill prowde profection: for all:Owher’s property including
‘but not limited te-structures, pipes, and utilities, above and below groutid.

3. No-work shall be performeduntil the: appfopnate Work Requests and
‘Lock+-Outs dre approved by theOwner’s Project: Manager.. The Work
Request system provides ainechanidiii to advise plant staffofa.
Contractor’s work setivities. The Lockout syslerfiis 4 safety procedure to
: prevent unitifended equlpment ‘activatioi,

4. The Contractor shall ‘maintain-clean work areas, have readily accessible

first aid kitswith emergency equzpment prov1d1ng fot the tisks ihvolved in
the-Contractor’s work, and have Underwriter's Laboratories approved fire

extinguishers on-hand.. The Contractor shall provide:all this equipment,

5 Smiokingis not permitted at the Bergen Poinit Wastewater Treatment Plant.

Safety Program: The Prime Contractors shall developand implement a safety”
th-and Safety Plan (H&SP) shall be submitted to the Owner
withiin. thitty days of feceipt of the Notice to Proceed for Qwner review and’

compliance.

Safety Officer-The Contractor shall have a Site Safety and Health Officer
(SSHO) whose sole duty while on:the job site is Safety and Accident Prevention

and shall perform a minimum of ohe visit perday, two ormore days each week,

__durmg site construction, Work site inispections shall last at least 2 hotrs. The

0:4140-3,
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SSHO shall notify the Owner’s Project Manager of the sitewvisit time atleast one

Hourpriorto edch site visit unless otherwise approved ifi’

i.

iinimuit of at Tegst three

pertinent to'this contract,
‘fesponsé procedures. “The submittal of qualifications must provide

b Fraining in'personal and respiratory protectrve--'

; i:.g’

The SSHO shall be charged with the; respbnsﬁ' ility of on sife safety
coordination and audit services; and shall have t uthority-to correct
unsafe conditions and unsafe practices. The SSHO shall also’have the

authority to step any portion of the Woik where thére is a threat to life or -
property :

The Contractor shall submit to'the Ghwrier 2 copy of the proposed SSHO
quaixﬁcatmns/resume for appmva} e:proposed SSHO shall havea
years of constniction safety expenence
within the last gix years. He/she shallbe OSHA Confined: Space trairied,
and shiall have past experience withi OSHA laws and regulations, hazards.
lockout! tagout procedures, and erergency

sufficient information to. demonsirate that the: SSHO hasthe-experience
and qualifications above.

T 'he;qpaliﬁcati'ons of the SSHO shall include;

4. Knowledge of Federal, State and Counity safety and héalth

regulations;

quiptment program:
Implementamn and in the proper use of air monitoring
instruments, ar’ samplinig methods-and procediires.

[ Certified on first aid and CPR by a tecognized approved
organization such as the Amencan Red Cross or Ameri
Assotiation.

d. The name; qualifications (education summary and documentation)

and Work expetience of the SSHO shall be submitted to'the Owner
‘prior to submittal of the H&SP..

Eqmpmentx The Coniractor shall provzde and maintain all necessarysafety

equipm nt:‘l‘mcludmg protective clothing, resmrato 4.
‘bartiérs,. signs, lights,.and fire-prevention and fire fighting equipment; and shall
‘take such Biher detior as 18 réquited to fulfill his obligations under this Contract;

1;

_mnmtonng mstruments,.

Coriractor and Subconfractor personnel wotking on-site shall at all tinies

be required to use basie protective equipment consisting of suitable work
clothing and hard hats, steel-toed and steel-shank safety boots, and any
gther protective -equipment:as dictated by weather, materials encountered
and tasks performed.

01140-4



NOTE: A SAMPLE SIGN INFORM.]

J8-N194

Fire Alarm System Bagging: A Firg Alarm System Bagglng ‘Pertiit is requifed for

all Work that might trigeer analarm signdl. Bagging is allowed with two days

priorapproval and is restricted to the week-dayhours of 7:60:am to 3:30 pm:

Firg: Flghtmg Equipment: The Contractor shall take all precautions necessary to
prevent fires including but not limited to groundinig-of equipment, proper
‘ventilation orwork atid. storage areas, pi

oper safety equipment, keeping work and.

storage arcas clean.

1. Thie:Contractor shall provide portable:fire-extinguishers;cach of atype
appropriate forthe fire hazards of the work aréa to. -protect Contractor’s
vehicles-and: equipment: The Contractorshiall submit & list of the fire

s placed in each work area to the Owner for Owner réview.

Fire hoses and equzpment provided as part:of this contract-or by the Owner

shall tiot be wsed for any other reason than. fighting fires and mustnot be

‘removed from their locatiofis without priorapproval of Owner.

Operation of Plant Equipment: Bquipment; valves, switches and controls in the

Owner's operating plant-shall not be operated by Contractor's or Subcontractor's
personnel If the congtruction activities require the: operation or shutdown-of amy’

of these facilities, Contractor shall arfange through the Owner for this to be

performed by operanng plant personnel. Priorto perfonmng work within any

portion of the operating. plant the Confractor shall complete-and submit through
the Owner a-work request:form;.

IFOLLOWS THIS PAGE-AND CONSTITUTES THE

**END OF SECTION**
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ADDENDUM No: 2 - ATTAGHMENT B

SECTION 01325 — CONSTRUCTION PHOTOGRAPHS
PART 1 GENERAL

1.01 SECTION INCLUDES

A.  This Section includes the requirements for photography throughout the project, to
‘be cenducted by sach of the Prime Corittagtors. '

102  PHOTOGRAPHY

A:  Provids color photographs of the site and thie’ construetion- throughout the progeess:
of the work produced by-a professional photo sraphier acceptable to the Owner who
is regilarly engaged. Photographs shall ke taken and delivered to the Owner for
each month of the Contract: penod Photographs taken by the Contractor will not be
accepted.

B.  Progress Photographs: Provide: consfruction photographs showing the progress of
‘the work and the: completed work that remains expesed. Owner will designate the
locations and desired view. Indoor and outdoor photos will be required, as;
‘apprepnate 6 illustrate the work performed. The number of exposures required
shall b twelve (12) pet morith includinig ‘the period ‘befween the issuance of the
substantial and final certificates. Two (2) duplicate sets shall be provided per
month.

C.  The photographer shall be ava.ﬂable at. the. project -site ‘withini 24 houts from
Ownier's verbal notice.

D. Prints .Dglmsr';pho,togtta@hs t6 Owier within seven (7). working days after being
taken.

E.  Annotate the followirig on the back side of gach prifit:

L. Project irume and number.

2. Photographer’s identification, address, and telephone number,

3. Date and time picture was:takern.

4, Location of* pmture ‘telative: to @ specific: location on the site, (for example,
“10 ft. from main building™).

s, Direction in which camera was atmed.

PARTZ  PRODUCTS
201  PRINTS'

Paper Surface (Color): Smooth; glossy.
Contrast {Color): High.

Size:5x% 7 inch
Advanced Photo System (APS) film by Kodak orequal shall be-used;

O aw e
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E.  The prints shall be protected by commereially: purchased album pages suitable fora
3 ring, bisider. Déliver to the Engineer prinits placed in the protector page. The
jprotector page shall be spec1ally demgned ta hold ABS ﬁlm One (1) print per slot.
Do not'eover the annotations on the back side of'the photo.

F.  Panoramic photographis shall be taken at appropriate locations,

G.  Bind each set of photographs in a large capacity binder with plastic cover front:and
‘back- -as manufactured by Nafional or equal. Each binder shall be sequentlally
numbered and show thé name of the- project-on the binder and. front cover using:
“white on black % inch laminated lettering tape by Brother or'eqial. Each sét shall
"be provided with an index of p}hotographs and shall be'in a form' acceptableto the

202 COMPACT DISKS

A.  Deliver CDs in-a-plastic.CD holder cover. Provide typed table of contents for each,
et of pritits for each submission.

PART:3 EXECUTION

301 TECHNIQUE

A,  Provide factual presentation. Provide correet exposure and focus, high resolution.
4id sharpness, maximum depth of field, and minimumdistortion.
302 SUBMITTALS

A, Deliver prints
in accordafice

hm seven (7) working days after exposure with transmittal letter
ith the requlrerrients of Section 01 33()

#* END OF SECTION **

J8-N194. 01325:2
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